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Abstract: Inconsistencies in fabricated thermoacoustic stacks are due to the methods available 
to obtain the desired geometry and dimensions even under optimized design parameters. This paper 
presents performance results from stacks fabricated using 3D printing technology which minimizes 
the error, disposes of irregularities and can reduce production time. In this study, the performance of 
a thermoacoustic refrigerator was determined from measurements of the temperature difference 
across various 3D printed stack lengths fabricated. Experiments were done at 400 Hz frequency with 
different stack plate spacing and thickness, in a 21-mm diameter resonator. Results show that a 0.7 
mm stack plate spacing with a 0.5 mm plate thickness performed better compared to those with 
smaller spacing at the same thickness or with the same spacing but larger thickness. The outcomes 
of this study have shown the need for the fabrication technology to keep pace with optimized design 
to realize global efforts towards a sustainable environment. 
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1. Introduction and background  
There have been many articles on the historical 
developments of hazardous refrigerants systems1). There 
have been as many, if not more, studies and reports 
completed and on-going on proven and suggested 
procedures and programs to manage and consequently, 
improve current, and future processes and systems to 
reduce our reliance on non-environmentally friendly 
refrigerants 2,3,4,5). Although many improvements have 
been made, much effort is still needed towards achieving 
a sustainable environment far from the threat of global 
warming and ozone depletion. The refrigerants used in the 
cooling systems predominantly contribute to direct and 
indirect global warming 1,3,5).  A thermoacoustic 
refrigerator (TAR) is getting more attention as an 
alternative environmentally friendly cooling system after 
a successful cooler introduces by Hofler in 1986(6). 
An interesting criterion of the TAR system is the 
working fluid used in the system. Instead of using 
hazardous refrigerants, TAR uses the noble gases as the 
working fluid 7). The working principle of the system is 
based on the compression and rarefaction of gas particles 
as they oscillate in an enclosure. A system of solid walls 
places strategically in their path produced a temperature 
difference across the stack length over time. The solid 
walls are usually made of plates in the direction parallel to 
the flow of gas parcels. The coefficient of performance 
(COP) to date, however, is still low which restrains the 
practical application of the technology 8,9,10,11).  
The low COP is attributed mainly to the stack 
component design and fabrication. Wheatley et al. 12) 
described that the best plate separation is between 2δk to 
4δk where δk is the thermal penetration depth. Tijani and 
his team13) investigated the stack optimal spacing for 
thermoacoustic refrigeration. Experiments with Mylar 
material were conducted to test the stack performance 
between these suggested ranges. 
Based on experiments conducted by Tijani et al. 13), the 
solid wall separation significantly affected the 
performance even though the tested values were within 
the suggested values. Tijani et al. 13) claimed that the the 
stack plates should be separated at a distance of 3δk to 
obtain the optimum performance of the stack. Other 
researchers have reported their optimized stack separation 
slightly more or less. It has been generally concluded that 
the ideal separation distance between the solid walls 
should be between 2 to 4 thermal penetrations depths or 
boundary layers (δk) for the best stack performance in 
generating thermoacoustic effects 13,14,15).  
Materials selection for a stack is constrained by the 
structural complexity of the stack geometry and the 
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method of fabrication. The stack material is directly 
related to the structural geometry of the stack. The ready-
made square geometry is available by using off-the-shelf 
ceramic material because this structural material is mass-
produced for use in the automotive industries as exhaust 
filters.  For other alternative geometries, they are 
generally made by hand – which involved a meticulous 
process - the most well-known material used to date is 
Mylar. Tasnim et al.16) studied different materials like 
aluminum, copper, and reticulated vitreous carbon (RVC) 
in the form of a porous material, to examine the 
irreversible heat transfer in the stack. Other researchers 
like Picollo 17) investigated the usage of stainless steel as 
the stack material but the most common materials to date 
is still Mylar and ceramic. The stack should have high heat 
capacity but low thermal conductivity, ideal for temporary 
storage of heat without transferring the heat to other parts 
of the stack. These materials are still being used by 
researchers due to the availability of the materials as well 
as the stack manufacturability.  
The latest material is that used by Zolpakar et al.18) an 
ABS material for fabricating the stack by using a 3D 
printer. Even though the thickness and spacing did not 
follow previously reported optimization results 19), their 
experimental results showed that their 3D printed stack 
exhibited the best outcome. The consistency in the stack 
walls being fabricated by a machine was identified as the 
significant contributor to the good performance reported. 
Being the main component of the thermoacoustic system, 
the stack finished product has been dependent on the 
fabrication mechanism20). The system design generally 
starts with the setting of the desired temperature difference 
across the stack and a good performance indicator is 
represented by the lowest final temperature difference 
achieved or the lowest temperature at the cold end of the 
stack.   
Reports have shown that the 3D printed stacks 
exhibited promising results compared to other fabricating 
method 19,21). However, many studies compared only the 
optimized stack made from a 3D printer with other 
optimized stacks with different fabricating methods. This 
paper presents outcomes obtained on the experiments to 
measure the performance of an optimized stack and non-
optimized stack in terms of the temperature difference 
measured, using the same fabricating method which is a 
3D printing technology. The results presented here 
indicate the importance of the stack parameters design to 
be in tandem with current fabrication technology that 
keeps up with the theory of thermoacoustic cooling. 
 
2. Design Parameters of TAR 
There are four basic parts to the thermoacoustic 
refrigerator, they consist of an acoustic driver that 
generates pressure oscillations, a stack “system” made up 
of solid walls with spacings for gas parcels to pass through, 
hot and cold heat exchangers, and the resonator tube 
closed at the end. The design parameters of the stack such 
as the stack length, Ls, stack center position, xs, and the 
cross-section, A, can affect the performance of the stack 
as well as the thermoacoustic refrigeration itself 22). The 
design parameters are interdependent. With the presence 
of the stack, as the gas parcels move back and forth 
between the solid walls, a temperature difference can be 
established along the stack in the resonator tube. 
Performance of the stack that is considered good is 
characterized by a high coefficient of performance (COP) 
which is the ratio of the cooling power to the acoustic 
power at the stack. The normalized cooling power, 𝑄 , 
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where Λ is represented by 
 
          Λ 1  𝜎𝛿 0.5𝜎𝛿     (3)             
 
 
The performance of the stack unit has commonly been 
determined experimentally by measuring the lowest 
temperature recorded at the cold end of the stack or the 
temperature drop across the stack,  ∆𝑇  . These 
measurements were utilized in this paper. The parameters 
used in this study are listed in Table 1. For this study, air 
at atmospheric pressure is used as the working fluid in the 
thermoacoustic refrigerator. Although air has not been 
reported as a practical working fluid due to its availability 
and low cost making it as the most often used fluid in 
experiments involving analysis of relationships between 
parameters. 
The system is aimed to achieve a temperature difference 
of 30 ℃ by applying an operating frequency, f, of 400 Hz 
at atmospheric pressure. The experiment was conducted 
in air-conditioning room to maintain the room temperature.  
For the optimized stack, the stack length and center 
position has been determined based on the work of 
Zolpakar et al. 19), with the optimized outcomes of Ls = 
4cm, xs = 4 cm and plate spacing, 2y0 = 0.36 mm. The hot 
and cold heat exchangers are absent in this study because 
the objective here was to look at the effects of various 3D 
printed stacks on the temperature obtained at both ends of 
the stack and on the temperature difference achievable.  
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Table 1. Dimensionless parameters for TAR system 
Dimensionless operating 
parameters 
Dimensionless tack geometry Fluid properties 
Drive ratio: D = p0/pm 
Cooling power: Qcn = Qc/pmaA 
Acoustic power: Wn = W/pmaA 
Temperature difference: ΔTmn 
= ΔTm/Tm 
 
Stack length: Lsn = kLs 
Stack position: xn = kx 
Blockage ratio/porosity: B = y0/(y0 
+ l) 
 
Density, 𝜌 = 1.184 kg/m3 
Specific heat, 𝑐𝑝, = 1007 J/kg.K 
Thermal Conductivity, k = 0.02551 
W/m.K 
Thermal Diffusivity, 𝛼 = 2.141 × 10−5 m2/s
Dynamic Viscosity, 𝜇 = 1.849 × 10−5 
kg/ms 
Kinematic Viscosity, 𝑣 =1.562 × 10−5 m2/s
Prandtl Number, 𝑃𝑟 = 0.7296 
 
3. Experimental Setup 
The optimized stack parameters from the design of 
Zolpakar et al. 19) was selected; the stack length, the stack 
center position, and the stack plate separation gap. For the 
non-optimized stack, only the stack plate spacing and 
plate thickness were changed. Solidworks was used to 
complete the stack drawing and the specific dimensions 
were provided since it was fabricated using a 3D printer. 
The stack design used in the experiment is parallel plate 
stack with 0.36 mm stack spacing as proposed by 
Zolpakar et al. 19). However, due to the limited capability 
of the available 3D printer, the smallest thickness of the 
plate was 0.5 mm with the material being Acrylonitrile-
Butadiene-Styrene (ABS) that has a thermal conductivity, 
k = 0.20 W/mK and specific heat of 1470 J/kgK. Fig. 1(a) 
and (b) show the geometry of the stack and experimental 
layout for the experiment.  
The experiment was conducted in air-conditioning 
room at range of room temperature 26°C to 28°C. The 
experiment test rig consists of function generator to 
generate electrical signal and then the signal will be 
amplified using amplifier to the frequency set for the 
experiment. The frequency used in this experiment is 400 
Hz. Then, the electrical signal converted into wave signal 
by mid-range loudspeaker. The sound waves travelled in 
quarter resonator tube. The 21-mm resonator was a 
quarter-wavelength resonator from an Acrylic material 
having its fundamental resonance frequency at 400 Hz 21). 
At the end of the tube was a rigid end (aluminum reflector). 
The measurement of the temperatures was taken with 
thermistors. Three thermistors were installed in the 
resonator; at both end of stack and the third one is used to 
measure the room temperature. The temperature reading 
from thermistor will be transfer to computer by portable 
data acquisition model. For reliability, each experiment 
was repeated thrice. Data was only taken after the system 
reached steady state condition. The system can be said 
achieved steady state condition when there is no changed 
of temperature reading at cold end stack. There were three 
kinds of temperature that were recorded which is; the 
temperature of the surrounding (𝑇𝑆𝑢𝑟𝑟), the temperature at 
the hot end (𝑇𝐻𝑜𝑡), and the temperature at the cold end 
(𝑇𝐶𝑜𝑙𝑑) of the stack. 
The stacks tested were an optimized stack with 
optimized parameters (Case 1), non-optimized stacks each 
with different plate gaps of 0.5 mm and 0.7 mm (Case 2 
and 3) and non-optimized stacks each with different plate 
thickness of 0.7 mm and 1.0 mm (Case 4 and 5). A total of 
five stacks were investigated as listed in Table 2. 
 
      (a)                                        (b)                         
Fig. 1. (a) Geometry of the stack, (b) Experimental layout 
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Table 2. Stack properties used in experiment 
 
4. Results and Discussion 
Fig. 2(a) shows the temperature recorded for the 
experiments to compare the optimized stack with the 
stacks with different plate spacing. The temperature 
difference obtained for Case 1, 2 and 3 were 12.42 ℃, 
6.09 ℃ and 18.54 ℃ respectively. The stack performance 
in terms of the temperature difference in each case shows 
that the stack from Case 3 has a better performance than 
the stack from Case 1 and 2 since the temperature 
difference obtained across the stack is bigger. The 
temperature difference obtained is unexpected. By 
comparing these three cases, Case 1 should have the 
highest temperature difference because it is the stack with 
the optimized parameters. However, the results obtained 
show that the stack from Case 3 has the highest 
temperature difference. This may due to the defect during 
the fabrication using 3D printer. 3D printer used solid 
material as ink then the material was melted to become 
liquid to print the geometry and then after printed process 
completed, the material will cool down and become solid 
again. During heating and cooling of the ink that also 
become the material for the stack, compression and 
expansion of the material happen and affect the final 
geometry of the stack. When the plate spacing of the stack 
is too close to each other, the gas parcels will have 
difficulties passing through the stack effectively mainly 
because of the viscous properties of the working fluid that 
is holding back the gas parcels from oscillating freely. 
Same goes if the spacing is too far apart, the heat 
interactions between gas bundles and the stack wall 
cannot happen successfully. The results were unexpected 
probably because of the size of the stack. In Zolpakar et 
al. 19) study, the size of the stack was much bigger than this 
experiment. The stack size was 36 mm while this 
experiment used a 21 mm stack. The optimization of the 
stack parameters was based on the 36 mm stack from their 
study. Since the stack used in this experiment was smaller, 
the optimized stack parameter may be different. In Fig. 
2(a), it also shows that the highest hot temperature (𝑇𝐻𝑜𝑡), 
obtained was for the stack from Case 1 which is 38.91 ℃. 
Followed by Case 3 and 2, the hot temperature (𝑇𝐻𝑜𝑡) were 
38.75 ℃ and 33.76 ℃ respectively. On the contrary, the 
lowest cold temperature (𝑇Cold), recorded was for the stack 
from Case 3 which was 20.21 ℃. Meanwhile, the cold 
temperature (𝑇Cold), for the stack from Case 1 and 2 were 
26.49 ℃ and 27.67 ℃ respectively. 
Fig. 2(b) shows the temperature recorded for the 
experiments to compare the optimized stack with the 
stacks with different plate thickness. The value of the 
temperature difference obtained for Case 1, 4 and 5 were 
12.42 ℃, 11.72 ℃ and 4.31 ℃ respectively. Looking at 
the temperature difference recorded between the stack 
ends, the performance of the stack in each case shows that 
the stack from Case 1 has a better performance than the 
stacks from Case 4 and 5. The temperature difference for 
each case is decreasing as expected. When the plate 
thickness is bigger with thinner spacings, the harder it is 
for gas molecules to pass through it. Some of the heat is 
also retained by the solid if it is thick instead of being 
transferred to the stack end. With thinner plates and larger 
spacings, the blockage ratio is lower and it produces a 
higher thermal performance. Based on Putra et al. 24) 
studies, more thin plates in a stack can increase the 
performance of the stack. Thinner plates and consequently 
accommodating more plates in the resonator could expose 
more active area for thermal interactions within the given 
resonator ensuring a faster rate of cooling. These results 
have also been supported by Rahpeima and Ebrahimi 25). 
Based on Rahpeima and Ebrahimi 25), by increasing the 
thickness of the stack plates resulting in fewer number of 
plates with less exposed area for thermoacoustic effects, 
the fluid parcels will encounter more resistance from the 
thick solid walls during their oscillatory motion. Thus, 
viscous losses will increase. 
Fig. 3 show the temperature difference achieved by the 
stack based on the number of stack plates in the stack. The 
number of plates obtained by simple calculation based on 
the stack spacing and thickness. The number of stack 
plates represents the surface area that experiences heat 
transfer process. Case 1 has highest number of plate, so it 
has highest surface area. The temperature difference for 
Case 1 is 12.42 °C. Meanwhile, Case 3 that has 18 stack 
plates reached the highest temperature difference, 
18.54 °C. Even though Case 1 predicted to have best 
performance, these results obtained probability due to 
error during fabrication process and thermal losses that 
generated along the surface of stack. This error happens 
due to the 3D printing technology that involved expansion 
and compression process during heating and cooling 
process of the printing ink especially for the narrow 
dimension.  Due to the constraint of the available 3D 
printer available, the thinnest stack achieved was 0.5 mm. 
However, with a 0.5 mm plate thickness, the results 
obtained were considerably good for the thermoacoustic 
refrigerator system. From Fig. 2(b) also, the hot 
temperature (𝑇𝐻𝑜𝑡) was 36.55 ℃ and 31.92 ℃ for Case 4 
and Case 5 respectively. Meanwhile, the lowest cold 
temperature (𝑇Cold), recorded was by stack from Case 4 
which was 25.28 ℃. On the contrary, the cold temperature 
(𝑇Cold), for stack from Case 1 and 5 were 26.49 ℃ and 
27.31 ℃ respectively. 
Stack Stack spacing Stack thickness 
Case 1 0.36 mm 0.5 mm 
Case 2 0.50 mm 0.5 mm 
Case 3 0.70 mm 0.5 mm 
Case 4 0.36 mm 0.7 mm 
Case 5 0.36 mm 1.0 mm 
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Fig. 2. (a) Temperatures for the stack with different plate 




Fig. 3. Temperatures difference along the stack with number of 




The fabrication method used in the experiments had 
produced good results. The results have shown the 
importance of choosing the stack parameters. For the 
experiment to compare the stack plate spacing of 
optimized stack and non-optimized stack, the bigger plate 
spacing stack achieved a higher temperature difference 
compared to the other two stacks for a small diameter of 
the stack used in a thermoacoustic refrigerator. This is due 
to the optimized dimensions being taken from a study 
based on a larger diameter. With a smaller diameter, 
cooling effect is more significant. For the experiment 
comparing the stack plate thickness of optimized stack 
and non-optimized stack, the optimized stack achieved the 
highest temperature difference compared to other stacks 
used for this experiment. More thin plates are desirable for 
the stack in a thermoacoustic refrigerator. The 
performance of the thermoacoustic refrigerator is 
expected improve when fabrication technology can 
accommodate the optimized design requirements. 
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Nomenclature 
a Sound velocity (m/s) 
A Area (m2) 
B Blockage ratio or porosity 
cp Specific heat of stack material (J/kg. K)
d Diameter (m) 
D Drive ratio 
f Operating frequency (Hz) 
K Thermal conductivity of gas (W/m. K) 
k wave number (m-1) 
Ls Length of stack (m) 
l thickness of stack plate (m) 
p Pressure (Pa) 
Q Cooling power (W) 
T Temperature (K) 
x Center position of stack from driver (m)
W Acoustic power (W) 
y0 Half plate spacing of stack (m) 
 
Greek symbols 
δ Penetration depth (m) 
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ρ Density of stack material (kg/m3) 
σ Prandtl number 
ω Angular velocity (rad/s) 
μ: Dynamic viscosity (Pa. s) 
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